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Contaminant Tested Inffluent 
Water 

Filter 
Start 

% Reduction  
@ start 

25 gallons 50 gallons 75 gallons 100 gallons % Reduction 
@ 100 gallons 

Volatile Organic Compounds in µg/L 
2-Chlorotoluene 10.08 99.0+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.0+ 
1, 2, 3-Trichloropropane (TCP) 18.21 99.5+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.5+ 
4-Chlorotoluene 10.95 99.1+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.0+ 
Tert-Butylbenzene 10.14 99.0+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.0+ 
1, 2, 4-Trimethylbenzene 9.69 99.0+ 99.9+ <0.1 <0.1 <0.1 <0.1 98.9+ 
sec-Butylbenzene 7.84 98.7+ 98.4 0.21 0.35 0.42 0.55 93.0 
4-Isopropyltoluene 10.37 99.0+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.0+ 
1, 3-Dichlorobenzene 40.20 99.8+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.8+ 
1, 4-Dichlorobenzene 40.20 99.8+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.8+ 
n-Butylbenzene 10.50 99.0+ 99.0 0.21 0.36 0.40 0.58 94.5 
1, 2-Dichlorobenzene 80.30 99.9+ 99.9 0.22 0.34 0.41 0.58 99.3 
1, 2-Dibromo-3-Chloropropane 52.40 99.8+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Hexachlorobutadiene 44.90 99.8+ 99.8 <0.1 <0.1 0.43 1.93 95.7 
1, 2, 4-Trichlorobenzene 13.59 99.3+ 99.9+ <0.1 <0.1 0.35 1.63 88.0 
Naphthalene 160.90 99.9+ 99.9+ <0.1 <0.1 0.25 1.96 98.8 
1, 2, 3-Trichlorobenzene 14.22 99.3+ 99.3 <0.1 0.32 0.40 2.19 84.6 
Bromoacetonitrile 22.50 99.6+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.5+ 
Dibromoacetonitrile 24.60 99.6+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.6+ 
Dichloroacetonitrile 9.60 99.0+ 99.9+ <0.1 <0.1 <0.1 <0.1 98.9+ 
Trichloroacetonitrile 15.00 99.3+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.3+ 
1,1-Dichloro-2-propanone 7.20 98.6+ 99.9+ <0.1 <0.1 <0.1 <0.1 98.6+ 
1,1,1-Trichloro-2-propanone 14.26 99.3+ 99.9+ <0.1 <0.1 <0.1 <0.1 99.3+ 

Metals in µg/L 
Aluminum 3030.0 16.5 99.5 630 688 758 764 74.8 
Antimony 6.1 <1 83.6+ <1 <1 <1 <1 83.7+ 
Arsenic (Total) 50.5 9.3 81.6 10.2 9.0 9.3 8.5 83.2 
Berylium 50.3 <1 98.0+ <1 <1 <1 1.2 97.6 
Barium 10100.0 <1 99.9+ <1 <1 <1 <1 99.9+ 
Bismuth 50.5 2.7 94.5 4.5 8.3 8.7 11.70 76.8 
Cadmium 30.8 <1 96.8+ <1 <1 <1 <1 96.8+ 
Chromium 308 2.7 99.1 8.1 7.9 7.7 8.0 97.4 
Copper 3050 <1 99.9+ 2.3 1.7 <1 1.4 99.9+ 
Iron 3070 42 98.6 37 42 45 51 98.3 
Lead 151 <1 99.9+ <1 <1 <1 <1 99.3+ 
Manganese 998 1.3 99.9 <1 <1 1.3 1.3 99.9 
Mercury 6.1 <0.5 91.8+ <0.5 <0.5 <0.5 <0.5 99.2+ 
Nickel 104.0 9.4 91.0 2.1 1.1 1.1 1.20 98.8 
Selenium 102 1.5 98.5 2.9 2.6 2.1 1.7 98.3 
Silver 151 2.1 98.6 4.2 7.1 9.4 14.9 90.1 
Thalium 6 <1 83.3+ <1 <1 <1 <1 83.3+ 
Zinc 10100.0 <1 99.9+ 3.4 1.2 1.1 1.0 99.9+ 

Pesticides in µg/L 
Alachlor 52.3 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Hexachlorobenzene 54.2 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Hexachlorocyclopentadiene 56.9 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Delta-BHC 49.4 <0.1 99.8+ <0.1 <0.1 <0.1 0.1 99.8+ 
Propachlor 51.8 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Molinate 54.2 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Alpha-BHC 47.0 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Beta-BHC  47.9 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Gamma-BHC (Lindane) 49.3 <0.1 99.8+ <0.1 <0.1 <0.1 0.2 99.6 
Atrazine 101.0 <0.1 99.9+ <0.1 <0.1 <0.1 <0.1 99.9+ 
Simazine 52.0 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Metribuzin 52.2 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Heptachlor 47.6 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Metolachlor 50.4 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
Butylate 44.5 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 
2,4-D  50.4 <0.1 99.8+ <0.1 <0.1 <0.1 <0.1 99.8+ 








